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DRC, Relec, V2 Switchboard solutions test board.

Main horizontal busbar (12 - 40 mm x 6.3 mm) - 4000 A
Horizontal busbar (3 - 40 mm x 10 mm) - 1700 A
NS1600H 3 pole MCCB compartment G1 - 1150 A

DRC Switchboards Pty Ltd
60 Dehavilland Road
Mordialloc Vic 3195
Australia

Temperature Rise Test according to
Clause 8.2.1 of AS/NZS 3439.1:2002.

Refer results herein
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