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Vector switchboard, V2 switchboard solutions.

Main horizontal copper busbars 3 x 40 mm x 6.3 mm per
phase, using seven sets of supports, comprising of two
stainless steel supports per phase and two Fibon supports

across three phases.

415V 50 Hz

Iew=50kA,3.0s

DRC Switchboards Pty Ltd
60 Dehavilland Road
Mordialloc Vic 3195

Australia

[TACS

International Testing and
Certification Services Pty. Ltd.
ABN 60 098 886 563
www.itacslab.com

This document is issued in accordance with
NATA's accreditation requirements,

Accredited for compliunce

with 150/IEC 17025

Technical Competence

NATA i a signatory to the ILAC
Mutual Recognition Arrangement
for the mutual recognition of the
equivalence of testing and
calibration reports.

World Wide Recognition

Verification of short-circuit withstand strength of the main busbars
according to Clause 8.2.3.2.3 b) of AS/NZS 3439.1:2002

The product withstood the test.
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